Fire Alarm Reports
October 2019

Anschutz Medical Campus

<table>
<thead>
<tr>
<th>Day / Date / Time</th>
<th>Location</th>
<th>Disposition</th>
</tr>
</thead>
<tbody>
<tr>
<td>Thur. 10/17 @ 12:44pm</td>
<td>RC1N/P18</td>
<td>7th Fl. Smoke Detector 7209 (FA)</td>
</tr>
</tbody>
</table>

Denver Campus (LS Center, School of Business Building, and CU Building /Annex)

<table>
<thead>
<tr>
<th>Day / Date / Time</th>
<th>Location</th>
<th>Disposition</th>
</tr>
</thead>
<tbody>
<tr>
<td>Fri. 10/4 @ 12:58pm</td>
<td>BUS/840</td>
<td>No Specific Location</td>
</tr>
<tr>
<td>Tue. 10/22 @ 7:15am</td>
<td>LSC/801</td>
<td>8th Fl. Smoke Detector (Contractor Work)</td>
</tr>
</tbody>
</table>

TOTAL ALARMS FOR MONTH

An alarm followed by “FA” signifies a FALSE ALARM. An alarm followed by “NO FD” signifies no fire department response. Not initiating a response or cancellation of fire responders (after they have been called to respond) has been accepted, in writing, by the Aurora Fire Department. Our approved policy has specific guidelines that are to be followed prior to cancellation, and it is put into effect only when Facilities Management staff or University Police personnel arrive quickly and determine that the alarm is not an actual fire and that no hazard exists.

Year-to-date

<table>
<thead>
<tr>
<th>Location</th>
<th>Count</th>
</tr>
</thead>
<tbody>
<tr>
<td>Anschutz Medical Campus</td>
<td>27</td>
</tr>
<tr>
<td>Denver Campus</td>
<td>4</td>
</tr>
<tr>
<td><strong>ALARMS TOTAL</strong></td>
<td>31</td>
</tr>
<tr>
<td><strong>FIRES WITH PROPERTY LOSS</strong></td>
<td>0</td>
</tr>
<tr>
<td>(University loss above $100.00)</td>
<td></td>
</tr>
<tr>
<td><strong>FIRE-RELATED INJURIES</strong></td>
<td>1</td>
</tr>
</tbody>
</table>